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ACTARIS GAS

How to - Corus Evo+
How to set up or change gas meter constant (pulse value)
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1. Run Wincor Evo software in Standard mode.
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a. From Device configuration select Parameters from device.




b. Select Volume conversion (metrology).

- Device configuration Data reading View data from file Diagnostics, scttings

C.

Primary volume Vm (Main counter)

Name Primary volume
Mark Vm

Input (1/0 board) 1 -] @
Units. m3 -

Gas meter const. 1 [imp)/[m3]

1 [m3)/Timp]
Input pulse counter LF o

‘Gas meter S/N 2

Number of digit [~

Decimal place. U v

Max. flow 9999 (m3/h]

Min. flow L [m3/h]

Direction sensitive (DI4)

Device display preview:

000000000,

Setup unit and constant of gas meter

d. Change Gas meter const. value (aka pulse value/drive rate) as required then write to device to save.

Name Primary volume

Mark Vm

Input (1/0 board) 1 v @

Units. ‘m3 b |

Gas meter const. 10 (imp)/(m3)
04 (m3)/limpl

Input pulse counter  LF ~|

Gas meter S/N 2

Number of digit 9

Decimal place o -

Max. flow 9999  [m3/h]

Min. flow o m3/h)
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